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Certificate of Analysis

CHEMTECH-FORD

LABORATORIES

Lab Sample No.: 19J1240-01

i Name: South Jordan City Sample Date: 10/22/2019 10:22 AM k
Sample Site: #3 Receipt Date: 10/22/2019 11:39 AM
Comments: Sampler: Jordan Allen
Sample Matrix: Drinking Water Project:
PO Number: System No.:
Source Code: Sample Point: Report to State: N
\ J/

EPA Max Minimum

Sample Contaminant Reporting Analytical Preparation Analysis
Parameter Result  Level MCL) Limit Units Method Date/Time Date/Time Flag

Alkalinity - Bicarbonate (as CaCO3) 113 1.0 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Carbonate (as CaCO3) ND 10 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Hydroxide (as CaCO3) ND 1.0 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Total (as CaCO3) 113 10 mg/L SM2320B 10/22/2019 10/22/2019
Hexavalent Chromium ND 0.01 mg/L SM 3500 Cr-B 10/22/2019 10/22/2019
Nitrate as N 02 10 0.1 mg/L EPA 300.0 10/22/2019 13:08  10/22/2019 13:08
Nitrite as N ND 1 0.1 mg/L EPA 300.0 10/22/2019 13:08  10/22/2019 13:08
Antimony, Total ND 0.006 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Arsenic, Total 0.0014 0.01 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Barium, Total 0.055 2 0.005 mg/L EPA 200.7 10/23/2019 10/23/2019
Beryllium, Total ND 0.004 0.001 mg/L EPA 200.7 10/23/2019 10/23/2019
Cadmium Total ND 0.005 0.0002 mg/L EPA 2008 10/23/2019 10/23/2019
Calcium, Total 425 02 mg/L EPA 200.7 10/23/2019 10/23/2019
Chromium, Total 0.0008 0.1 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Copper. Total 0.0164 13 0.0010 mg/L EPA 2008 10/23/2019 10/23/2019
Iron, Total ND 03 0.02 mg/L EPA 200.7 10/23/2019 10/23/2019
Lead. Total ND 0.015 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Magnesium, Total 119 02 mg/L EPA 200.7 10/23/2019 10/23/2019
Manganese, Total ND 0.05 0.005 mg/L EPA 200.7 10/23/2019 10/23/2019
Mercury, Total ND 0.002 0.00020 mg/L EPA 2008 10/23/2019 10/23/2019
Molybdenum_ Total 0.0005 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Nickel, Total 0.0007 0.1 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Potassium, Total 1y 05 mg/L EPA 200.7 10/23/2019 10/23/2019
Selenium, Total 0.0005 0.05 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Silver, Total ND 0.1 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Sodium, Total 10.6 05 mg/L EPA 200.7 10/23/2019 10/23/2019
Thallium, Total ND 0.002 0.0002 mg/L EPA 2008 10/23/2019 10/23/2019
Zinc, Total ND 5 0.01 mg/L EPA 200.7 10/23/2019 10/23/2019
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Certificate of Analysis

CHEMTECH-FORD

LABORATORIES

Lab Sample No.: 19J1240-02

i Name: South Jordan City Sample Date: 10/22/2019 10:36 AM k
Sample Site: #6 Receipt Date: 10/22/2019 11:39 AM
Comments: Sampler: Jordan Allen
Sample Matrix: Drinking Water Project:
PO Number: System No.:
Source Code: Sample Point: Report to State: N
O J/

EPA Max Minimum

Sample Contaminant Reporting Analytical Preparation Analysis
Parameter Result  Level MCL) Limit Units Method Date/Time Date/Time Flag

Alkalinity - Bicarbonate (as CaCO3) 109 1.0 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Carbonate (as CaCO3) ND 10 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Hydroxide (as CaCO3) ND 1.0 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Total (as CaCO3) 109 10 mg/L SM2320B 10/22/2019 10/22/2019
Hexavalent Chromium ND 0.01 mg/L SM 3500 Cr-B 10/22/2019 10/22/2019
Nitrate as N 02 10 0.1 mg/L EPA 300.0 10/22/2019 13:21  10/22/2019 13:21
Nitrite as N ND 1 0.1 mg/L EPA 300.0 10/22/2019 13:21  10/22/2019 13:21
Antimony, Total ND 0.006 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Arsenic, Total 0.0014 0.01 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Barium, Total 0.052 2 0.005 mg/L EPA 200.7 10/23/2019 10/23/2019
Beryllium, Total ND 0.004 0.001 mg/L EPA 200.7 10/23/2019 10/23/2019
Cadmium Total ND 0.005 0.0002 mg/L EPA 2008 10/23/2019 10/23/2019
Calcium, Total 419 02 mg/L EPA 200.7 10/23/2019 10/23/2019
Chromium, Total 0.0008 0.1 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Copper. Total 0.0102 13 0.0010 mg/L EPA 2008 10/23/2019 10/23/2019
Iron, Total ND 03 0.02 mg/L EPA 200.7 10/23/2019 10/23/2019
Lead. Total ND 0.015 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Magnesium, Total 12.1 02 mg/L EPA 200.7 10/23/2019 10/23/2019
Manganese, Total ND 0.05 0.005 mg/L EPA 200.7 10/23/2019 10/23/2019
Mercury, Total ND 0.002 0.00020 mg/L EPA 2008 10/23/2019 10/23/2019
Molybdenum_ Total 0.0005 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Nickel, Total 0.0006 0.1 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Potassium, Total 16 05 mg/L EPA 200.7 10/23/2019 10/23/2019
Selenium, Total 0.0006 0.05 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Silver, Total 0.001 0.1 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Sodium, Total 10.6 05 mg/L EPA 200.7 10/23/2019 10/23/2019
Thallium, Total ND 0.002 0.0002 mg/L EPA 2008 10/23/2019 10/23/2019
Zinc, Total ND 5 0.01 mg/L EPA 200.7 10/23/2019 10/23/2019
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Certificate of Analysis

CHEMTECH-FORD

LABORATORIES

Lab Sample No.: 19J1240-03

i Name: South Jordan City Sample Date: 10/22/2019 10:59 AM k
Sample Site: #10 Receipt Date: 10/22/2019 11:39 AM
Comments: Sampler: Jordan Allen
Sample Matrix: Drinking Water Project:
PO Number: System No.:
Source Code: Sample Point: Report to State: N
\ J/

EPA Max Minimum

Sample Contaminant Reporting Analytical Preparation Analysis
Parameter Result  Level MCL) Limit Units Method Date/Time Date/Time Flag

Alkalinity - Bicarbonate (as CaCO3) 111 1.0 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Carbonate (as CaCO3) ND 10 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Hydroxide (as CaCO3) ND 1.0 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Total (as CaCO3) 111 10 mg/L SM2320B 10/22/2019 10/22/2019
Hexavalent Chromium ND 0.01 mg/L SM 3500 Cr-B 10/22/2019 10/22/2019
Nitrate as N 02 10 0.1 mg/L EPA 300.0 10/22/2019 13:35  10/22/2019 13:35
Nitrite as N ND 1 0.1 mg/L EPA 300.0 10/22/2019 13:35  10/22/2019 13:35
Antimony, Total ND 0.006 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Arsenic, Total 0.0015 0.01 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Barium, Total 0.052 2 0.005 mg/L EPA 200.7 10/23/2019 10/23/2019
Beryllium, Total ND 0.004 0.001 mg/L EPA 200.7 10/23/2019 10/23/2019
Cadmium Total ND 0.005 0.0002 mg/L EPA 2008 10/23/2019 10/23/2019
Calcium, Total 408 02 mg/L EPA 200.7 10/23/2019 10/23/2019
Chromium, Total 0.0008 0.1 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Copper. Total 0.0264 13 0.0010 mg/L EPA 2008 10/23/2019 10/23/2019
Iron, Total ND 03 0.02 mg/L EPA 200.7 10/23/2019 10/23/2019
Lead. Total ND 0.015 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Magnesium, Total 116 02 mg/L EPA 200.7 10/23/2019 10/23/2019
Manganese, Total ND 0.05 0.005 mg/L EPA 200.7 10/23/2019 10/23/2019
Mercury, Total ND 0.002 0.00020 mg/L EPA 2008 10/23/2019 10/23/2019
Molybdenum_ Total 0.0005 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Nickel, Total 0.0007 0.1 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Potassium, Total 16 05 mg/L EPA 200.7 10/23/2019 10/23/2019
Selenium, Total 0.0005 0.05 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Silver, Total 0.0008 0.1 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Sodium, Total 103 05 mg/L EPA 200.7 10/23/2019 10/23/2019
Thallium, Total ND 0.002 0.0002 mg/L EPA 2008 10/23/2019 10/23/2019
Zinc, Total ND 5 0.01 mg/L EPA 200.7 10/23/2019 10/23/2019
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Certificate of Analysis

CHEMTECH-FORD

LABORATORIES

Lab Sample No.: 19J1240-04

i Name: South Jordan City Sample Date: 10/22/2019 11:09 AM k
Sample Site: #16 Receipt Date: 10/22/2019 11:39 AM
Comments: Sampler: Jordan Allen
Sample Matrix: Drinking Water Project:
PO Number: System No.:
Source Code: Sample Point: Report to State: N
\ J/

EPA Max Minimum

Sample Contaminant Reporting Analytical Preparation Analysis
Parameter Result  Level MCL) Limit Units Method Date/Time Date/Time Flag

Alkalinity - Bicarbonate (as CaCO3) 112 1.0 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Carbonate (as CaCO3) ND 10 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Hydroxide (as CaCO3) ND 1.0 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Total (as CaCO3) 112 10 mg/L SM2320B 10/22/2019 10/22/2019
Hexavalent Chromium ND 0.01 mg/L SM 3500 Cr-B 10/22/2019 10/22/2019
Nitrate as N 02 10 0.1 mg/L EPA 300.0 10/22/2019 13:48  10/22/2019 13:48
Nitrite as N ND 1 0.1 mg/L EPA 300.0 10/22/2019 13:48  10/22/2019 13:48
Antimony, Total ND 0.006 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Arsenic, Total 0.0014 0.01 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Barium, Total 0.054 2 0.005 mg/L EPA 200.7 10/23/2019 10/23/2019
Beryllium, Total ND 0.004 0.001 mg/L EPA 200.7 10/23/2019 10/23/2019
Cadmium Total ND 0.005 0.0002 mg/L EPA 2008 10/23/2019 10/23/2019
Calcium, Total 422 02 mg/L EPA 200.7 10/23/2019 10/23/2019
Chromium, Total 0.0007 0.1 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Copper. Total 0.0116 13 0.0010 mg/L EPA 2008 10/23/2019 10/23/2019
Iron, Total ND 03 0.02 mg/L EPA 200.7 10/23/2019 10/23/2019
Lead. Total ND 0.015 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Magnesium, Total 12.0 02 mg/L EPA 200.7 10/23/2019 10/23/2019
Manganese, Total ND 0.05 0.005 mg/L EPA 200.7 10/23/2019 10/23/2019
Mercury, Total ND 0.002 0.00020 mg/L EPA 2008 10/23/2019 10/23/2019
Molybdenum_ Total 0.0006 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Nickel, Total 0.0006 0.1 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Potassium, Total 1y 05 mg/L EPA 200.7 10/23/2019 10/23/2019
Selenium, Total 0.0007 0.05 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Silver, Total ND 0.1 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Sodium, Total 10.6 05 mg/L EPA 200.7 10/23/2019 10/23/2019
Thallium, Total ND 0.002 0.0002 mg/L EPA 2008 10/23/2019 10/23/2019
Zinc, Total ND 5 0.01 mg/L EPA 200.7 10/23/2019 10/23/2019
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Certificate of Analysis

CHEMTECH-FORD

LABORATORIES

Lab Sample No.: 19J1240-05

i Name: South Jordan City Sample Date: 10/22/2019 10:47 AM k
Sample Site: # Receipt Date: 10/22/2019 11:39 AM
Comments: Sampler: Jordan Allen
Sample Matrix: Drinking Water Project:
PO Number: System No.:
Source Code: Sample Point: Report to State: N
\ J/

EPA Max Minimum

Sample Contaminant Reporting Analytical Preparation Analysis
Parameter Result  Level MCL) Limit Units Method Date/Time Date/Time Flag

Alkalinity - Bicarbonate (as CaCO3) 113 1.0 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Carbonate (as CaCO3) ND 10 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Hydroxide (as CaCO3) ND 1.0 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Total (as CaCO3) 113 10 mg/L SM2320B 10/22/2019 10/22/2019
Hexavalent Chromium ND 0.01 mg/L SM 3500 Cr-B 10/22/2019 10/22/2019
Nitrate as N 02 10 0.1 mg/L EPA 300.0 10/22/2019 14:02  10/22/2019 14:02
Nitrite as N ND 1 0.1 mg/L EPA 300.0 10/22/2019 14:02  10/22/2019 14:02
Antimony, Total ND 0.006 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Arsenic, Total 0.0014 0.01 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Barium, Total 0.054 2 0.005 mg/L EPA 200.7 10/23/2019 10/23/2019
Beryllium, Total ND 0.004 0.001 mg/L EPA 200.7 10/23/2019 10/23/2019
Cadmium Total ND 0.005 0.0002 mg/L EPA 2008 10/23/2019 10/23/2019
Calcium, Total 425 02 mg/L EPA 200.7 10/23/2019 10/23/2019
Chromium, Total 0.0008 0.1 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Copper. Total 0.0090 13 0.0010 mg/L EPA 2008 10/23/2019 10/23/2019
Iron, Total ND 03 0.02 mg/L EPA 200.7 10/23/2019 10/23/2019
Lead. Total ND 0.015 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Magnesium, Total 12.0 02 mg/L EPA 200.7 10/23/2019 10/23/2019
Manganese, Total ND 0.05 0.005 mg/L EPA 200.7 10/23/2019 10/23/2019
Mercury, Total ND 0.002 0.00020 mg/L EPA 2008 10/23/2019 10/23/2019
Molybdenum_ Total 0.0005 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Nickel, Total 0.0006 0.1 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Potassium, Total 1y 05 mg/L EPA 200.7 10/23/2019 10/23/2019
Selenium, Total 0.0006 0.05 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Silver, Total ND 0.1 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Sodium, Total 10.6 05 mg/L EPA 200.7 10/23/2019 10/23/2019
Thallium, Total ND 0.002 0.0002 mg/L EPA 2008 10/23/2019 10/23/2019
Zinc, Total ND 5 0.01 mg/L EPA 200.7 10/23/2019 10/23/2019
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Certificate of Analysis

CHEMTECH-FORD

LABORATORIES

Lab Sample No.: 19J1240-06

i Name: South Jordan City Sample Date: 10/22/2019 10:25 AM k
Sample Site: #1 Receipt Date: 10/22/2019 11:39 AM
Comments: Sampler: Brandon Crookston
Sample Matrix: Drinking Water Project:
PO Number: System No.:
Source Code: Sample Point: Report to State: N
\ J/

EPA Max Minimum

Sample Contaminant Reporting Analytical Preparation Analysis
Parameter Result  Level MCL) Limit Units Method Date/Time Date/Time Flag

Alkalinity - Bicarbonate (as CaCO3) 117 1.0 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Carbonate (as CaCO3) ND 10 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Hydroxide (as CaCO3) ND 1.0 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Total (as CaCO3) 117 10 mg/L SM2320B 10/22/2019 10/22/2019
Hexavalent Chromium ND 0.01 mg/L SM 3500 Cr-B 10/22/2019 10/22/2019
Nitrate as N 02 10 0.1 mg/L EPA 300.0 10/22/2019 14:15  10/22/2019 14:15
Nitrite as N ND 1 0.1 mg/L EPA 300.0 10/22/2019 14:15  10/22/2019 14:15
Antimony, Total ND 0.006 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Arsenic, Total 0.0017 0.01 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Barium, Total 0.058 2 0.005 mg/L EPA 200.7 10/23/2019 10/23/2019
Beryllium, Total ND 0.004 0.001 mg/L EPA 200.7 10/23/2019 10/23/2019
Cadmium Total ND 0.005 0.0002 mg/L EPA 2008 10/23/2019 10/23/2019
Calcium, Total 426 02 mg/L EPA 200.7 10/23/2019 10/23/2019
Chromium, Total 0.0008 0.1 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Copper. Total 0.0472 13 0.0010 mg/L EPA 2008 10/23/2019 10/23/2019
Iron, Total ND 03 0.02 mg/L EPA 200.7 10/23/2019 10/23/2019
Lead. Total ND 0.015 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Magnesium, Total 113 02 mg/L EPA 200.7 10/23/2019 10/23/2019
Manganese, Total ND 0.05 0.005 mg/L EPA 200.7 10/23/2019 10/23/2019
Mercury, Total ND 0.002 0.00020 mg/L EPA 2008 10/23/2019 10/23/2019
Molybdenum_ Total 0.0006 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Nickel, Total 0.0008 0.1 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Potassium, Total 18 05 mg/L EPA 200.7 10/23/2019 10/23/2019
Selenium, Total 0.0005 0.05 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Silver, Total ND 0.1 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Sodium, Total 10.7 05 mg/L EPA 200.7 10/23/2019 10/23/2019
Thallium, Total ND 0.002 0.0002 mg/L EPA 2008 10/23/2019 10/23/2019
Zinc, Total 0.03 5 0.01 mg/L EPA 200.7 10/23/2019 10/23/2019
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Certificate of Analysis

CHEMTECH-FORD

LABORATORIES

Lab Sample No.: 19J1240-07

i Name: South Jordan City Sample Date: 10/22/2019 10:55 AM k
Sample Site: #2 Receipt Date: 10/22/2019 11:39 AM
Comments: Sampler: Brandon Crookston
Sample Matrix: Drinking Water Project:
PO Number: System No.:
Source Code: Sample Point: Report to State: N
\ J/

EPA Max Minimum

Sample Contaminant Reporting Analytical Preparation Analysis
Parameter Result  Level MCL) Limit Units Method Date/Time Date/Time Flag

Alkalinity - Bicarbonate (as CaCO3) 118 1.0 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Carbonate (as CaCO3) ND 10 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Hydroxide (as CaCO3) ND 1.0 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Total (as CaCO3) 118 10 mg/L SM2320B 10/22/2019 10/22/2019
Hexavalent Chromium ND 0.01 mg/L SM 3500 Cr-B 10/22/2019 10/22/2019
Nitrate as N 02 10 0.1 mg/L EPA 300.0 10/22/2019 14:29  10/22/2019 14:29
Nitrite as N ND 1 0.1 mg/L EPA 300.0 10/22/2019 14:29  10/22/2019 14:29
Antimony, Total ND 0.006 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Arsenic, Total 0.0018 0.01 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Barium, Total 0.060 2 0.005 mg/L EPA 200.7 10/23/2019 10/23/2019
Beryllium, Total ND 0.004 0.001 mg/L EPA 200.7 10/23/2019 10/23/2019
Cadmium Total ND 0.005 0.0002 mg/L EPA 2008 10/23/2019 10/23/2019
Calcium, Total 428 02 mg/L EPA 200.7 10/23/2019 10/23/2019
Chromium, Total 0.0008 0.1 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Copper. Total 0.0039 13 0.0010 mg/L EPA 2008 10/23/2019 10/23/2019
Iron, Total 0.05 03 0.02 mg/L EPA 200.7 10/23/2019 10/23/2019
Lead. Total ND 0.015 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Magnesium, Total 113 02 mg/L EPA 200.7 10/23/2019 10/23/2019
Manganese, Total 0.021 0.05 0.005 mg/L EPA 200.7 10/23/2019 10/23/2019
Mercury, Total ND 0.002 0.00020 mg/L EPA 2008 10/23/2019 10/23/2019
Molybdenum_ Total 0.0006 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Nickel, Total 0.0008 0.1 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Potassium, Total 18 05 mg/L EPA 200.7 10/23/2019 10/23/2019
Selenium, Total 0.0005 0.05 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Silver, Total ND 0.1 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Sodium, Total 108 05 mg/L EPA 200.7 10/23/2019 10/23/2019
Thallium, Total ND 0.002 0.0002 mg/L EPA 2008 10/23/2019 10/23/2019
Zinc, Total ND 5 0.01 mg/L EPA 200.7 10/23/2019 10/23/2019
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Certificate of Analysis

CHEMTECH-FORD

LABORATORIES

Lab Sample No.: 19J1240-08

i Name: South Jordan City Sample Date: 10/22/2019 10:20 AM B
Sample Site: #3 Receipt Date: 10/22/2019 11:39 AM
Comments: Sampler: Brandon Crookston
Sample Matrix: Drinking Water Project:
PO Number: System No.:
Source Code: Sample Point: Report to State: N
O J/

EPA Max Minimum

Sample Contaminant Reporting Analytical Preparation Analysis
Parameter Result  Level MCL) Limit Units Method Date/Time Date/Time Flag

Alkalinity - Bicarbonate (as CaCO3) 115 1.0 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Carbonate (as CaCO3) ND 10 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Hydroxide (as CaCO3) ND 1.0 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Total (as CaCO3) 115 10 mg/L SM2320B 10/22/2019 10/22/2019
Hexavalent Chromium ND 0.01 mg/L SM 3500 Cr-B 10/22/2019 10/22/2019
Nitrate as N 02 10 0.1 mg/L EPA 300.0 10/22/2019 14:42  10/22/2019 14:42
Nitrite as N ND 1 0.1 mg/L EPA 300.0 10/22/2019 14:42  10/22/2019 14:42
Antimony, Total ND 0.006 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Arsenic, Total 0.0014 0.01 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Barium, Total 0.055 2 0.005 mg/L EPA 200.7 10/23/2019 10/23/2019
Beryllium, Total ND 0.004 0.001 mg/L EPA 200.7 10/23/2019 10/23/2019
Cadmium Total ND 0.005 0.0002 mg/L EPA 2008 10/23/2019 10/23/2019
Calcium, Total 427 02 mg/L EPA 200.7 10/23/2019 10/23/2019
Chromium, Total 0.0009 0.1 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Copper. Total 0.0043 13 0.0010 mg/L EPA 2008 10/23/2019 10/23/2019
Iron, Total 0.03 03 0.02 mg/L EPA 200.7 10/23/2019 10/23/2019
Lead. Total 0.0014 0.015 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Magnesium, Total 12.0 02 mg/L EPA 200.7 10/23/2019 10/23/2019
Manganese, Total ND 0.05 0.005 mg/L EPA 200.7 10/23/2019 10/23/2019
Mercury, Total ND 0.002 0.00020 mg/L EPA 2008 10/23/2019 10/23/2019
Molybdenum_ Total 0.0006 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Nickel, Total 0.0007 0.1 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Potassium, Total 1y 05 mg/L EPA 200.7 10/23/2019 10/23/2019
Selenium, Total 0.0005 0.05 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Silver, Total ND 0.1 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Sodium, Total 10.7 05 mg/L EPA 200.7 10/23/2019 10/23/2019
Thallium, Total ND 0.002 0.0002 mg/L EPA 2008 10/23/2019 10/23/2019
Zinc, Total ND 5 0.01 mg/L EPA 200.7 10/23/2019 10/23/2019
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Certificate of Analysis

CHEMTECH-FORD

LABORATORIES

Lab Sample No.: 19J1240-09

i Name: South Jordan City Sample Date: 10/22/2019 10:47 AM k
Sample Site: #17 Receipt Date: 10/22/2019 11:39 AM
Comments: Sampler: Brandon Crookston
Sample Matrix: Drinking Water Project:
PO Number: System No.:
Source Code: Sample Point: Report to State: N
\ J/

EPA Max Minimum

Sample Contaminant Reporting Analytical Preparation Analysis
Parameter Result  Level MCL) Limit Units Method Date/Time Date/Time Flag

Alkalinity - Bicarbonate (as CaCO3) 117 1.0 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Carbonate (as CaCO3) ND 10 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Hydroxide (as CaCO3) ND 1.0 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Total (as CaCO3) 117 10 mg/L SM2320B 10/22/2019 10/22/2019
Hexavalent Chromium ND 0.01 mg/L SM 3500 Cr-B 10/22/2019 10/22/2019
Nitrate as N 02 10 0.1 mg/L EPA 300.0 10/22/2019 17:52  10/22/2019 17:52
Nitrite as N ND 1 0.1 mg/L EPA 300.0 10/22/2019 17:52  10/22/2019 17:52
Antimony, Total ND 0.006 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Arsenic, Total 0.0017 0.01 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Barium, Total 0.058 2 0.005 mg/L EPA 200.7 10/23/2019 10/23/2019
Beryllium, Total ND 0.004 0.001 mg/L EPA 200.7 10/23/2019 10/23/2019
Cadmium Total ND 0.005 0.0002 mg/L EPA 2008 10/23/2019 10/23/2019
Calcium, Total 424 02 mg/L EPA 200.7 10/23/2019 10/23/2019
Chromium, Total 0.0008 0.1 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Copper. Total 0.0204 13 0.0010 mg/L EPA 2008 10/23/2019 10/23/2019
Iron, Total ND 03 0.02 mg/L EPA 200.7 10/23/2019 10/23/2019
Lead. Total ND 0.015 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Magnesium, Total 112 02 mg/L EPA 200.7 10/23/2019 10/23/2019
Manganese, Total ND 0.05 0.005 mg/L EPA 200.7 10/23/2019 10/23/2019
Mercury, Total ND 0.002 0.00020 mg/L EPA 2008 10/23/2019 10/23/2019
Molybdenum_ Total 0.0006 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Nickel, Total 0.0006 0.1 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Potassium, Total 18 05 mg/L EPA 200.7 10/23/2019 10/23/2019
Selenium, Total 0.0005 0.05 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Silver, Total ND 0.1 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Sodium, Total 10.7 05 mg/L EPA 200.7 10/23/2019 10/23/2019
Thallium, Total ND 0.002 0.0002 mg/L EPA 2008 10/23/2019 10/23/2019
Zinc, Total ND 5 0.01 mg/L EPA 200.7 10/23/2019 10/23/2019
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Certificate of Analysis

CHEMTECH-FORD

LABORATORIES

Lab Sample No.: 19J1240-10

[ Name: South Jordan City Sample Date: 10/22/2019 10:35 AM E
Sample Site: #19 Receipt Date: 10/22/2019 11:39 AM
Comments: Sampler: Brandon Crookston
Sample Matrix: Drinking Water Project:
PO Number: System No.:
Source Code: Sample Point: Report to State: N
\ J/

EPA Max Minimum

Sample Contaminant Reporting Analytical Preparation Analysis
Parameter Result  Level MCL) Limit Units Method Date/Time Date/Time Flag

Alkalinity - Bicarbonate (as CaCO3) 117 1.0 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Carbonate (as CaCO3) ND 10 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Hydroxide (as CaCO3) ND 1.0 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Total (as CaCO3) 117 10 mg/L SM2320B 10/22/2019 10/22/2019
Hexavalent Chromium ND 0.01 mg/L SM 3500 Cr-B 10/22/2019 10/22/2019
Nitrate as N 02 10 0.1 mg/L EPA 300.0 10/22/2019 18:06  10/22/2019 18:06
Nitrite as N ND 1 0.1 mg/L EPA 300.0 10/22/2019 18:06  10/22/2019 18:06
Antimony, Total ND 0.006 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Arsenic, Total 0.0018 0.01 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Barium, Total 0.059 2 0.005 mg/L EPA 200.7 10/23/2019 10/23/2019
Beryllium, Total ND 0.004 0.001 mg/L EPA 200.7 10/23/2019 10/23/2019
Cadmium Total ND 0.005 0.0002 mg/L EPA 2008 10/23/2019 10/23/2019
Calcium, Total 424 02 mg/L EPA 200.7 10/23/2019 10/23/2019
Chromium, Total 0.0008 0.1 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Copper. Total 0.0060 13 0.0010 mg/L EPA 2008 10/23/2019 10/23/2019
Iron, Total 0.05 03 0.02 mg/L EPA 200.7 10/23/2019 10/23/2019
Lead. Total ND 0.015 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Magnesium, Total 112 02 mg/L EPA 200.7 10/23/2019 10/23/2019
Manganese, Total ND 0.05 0.005 mg/L EPA 200.7 10/23/2019 10/23/2019
Mercury, Total ND 0.002 0.00020 mg/L EPA 2008 10/23/2019 10/23/2019
Molybdenum_ Total 0.0005 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Nickel, Total 0.0007 0.1 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Potassium, Total 18 05 mg/L EPA 200.7 10/23/2019 10/23/2019
Selenium, Total ND 0.05 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Silver, Total ND 0.1 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Sodium, Total 10.7 05 mg/L EPA 200.7 10/23/2019 10/23/2019
Thallium, Total ND 0.002 0.0002 mg/L EPA 2008 10/23/2019 10/23/2019
Zinc, Total ND 5 0.01 mg/L EPA 200.7 10/23/2019 10/23/2019
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CHEMTECH-FORD

LABORATORIES

Certificate of Analysis

Lab Sample No.: 19J1240-11

~
Name: South Jordan City Sample Date: 10/22/2019 10:30 AM
Sample Site: #15 Oyster Shell / Receipt Date: 10/22/2019 11:39 AM
Comments: Yuba Wy Sampler: Justin Blake
Sample Matrix: Drinking Water Project:
PO Number: System No.:
Source Code: Sample Point: Report to State: N
. J
EPA Max Minimum
Sample Contaminant Reporting Analytical Preparation Analysis
Parameter Result  Level MCL) Limit Units Method Date/Time Date/Time Flag
Alkalinity - Bicarbonate (as CaCO3) 115 1.0 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Carbonate (as CaCO3) ND 1.0 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Hydroxide (as CaCO3) ND 1.0 mg/L SM 2320 B 10/22/2019 10/22/2019
Alkalinity - Total (as CaCO3) 115 1.0 mg/L SM2320B 10/22/2019 10/22/2019
Hexavalent Chromium ND 0.01 mg/L SM 3500 Cr-B 10/22/2019 10/22/2019
Nitrate as N 0.2 10 0.1 mg/L EPA 300.0 10/22/2019 15:50  10/22/2019 15:50
Nitrite as N ND 1 0.1 mg/L EPA 300.0 10/22/2019 15:50  10/22/2019 15:50
Metals
Antimony, Total ND 0.006 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Arsenic, Total 0.0013 0.01 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Barium, Total 0.055 2 0.005 mg/L EPA 200.7 10/23/2019 10/23/2019
Beryllium, Total ND 0.004 0.001 mg/L EPA 200.7 10/23/2019 10/23/2019
Cadmium, Total ND 0.005 0.0002 mg/L EPA 2008 10/23/2019 10/23/2019
Calcium, Total 426 02 mg/L EPA 200.7 10/23/2019 10/23/2019
Chromium, Total 0.0008 0.1 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Copper, Total 0.0016 13 0.0010 mg/L EPA 2008 10/23/2019 10/23/2019
Iron, Total ND 03 0.02 mg/L EPA 200.7 10/23/2019 10/23/2019
Lead, Total ND 0.015 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Magnesium, Total 12.0 0.2 mg/L EPA 200.7 10/23/2019 10/23/2019
Manganese, Total ND 0.05 0.005 mg/L EPA 200.7 10/23/2019 10/23/2019
Mercury, Total ND 0.002 0.00020 mg/L EPA 2008 10/23/2019 10/23/2019
Molybdenum, Total 0.0005 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Nickel, Total 0.0006 0.1 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Potassium. Total 17 05 mg/L EPA 200.7 10/23/2019 10/23/2019
Selenium, Total 0.0006 0.05 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Silver, Total ND 0.1 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Sodium, Total 10.7 0.5 mg/L EPA 200.7 10/23/2019 10/23/2019
Thallium, Total ND 0.002 0.0002 mg/L EPA 2008 10/23/2019 10/23/2019
Zinc, Total ND 5 0.01 mg/L EPA 200.7 10/23/2019 10/23/2019
www.ChemtechFord.com 9632 South 500 West
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Certificate of Analysis

CHEMTECH-FORD

LABORATORIES

Lab Sample No.: 19J1240-12

i Name: South Jordan City Sample Date: 10/22/2019 10:40 AM k
Sample Site: #9 Receipt Date: 10/22/2019 11:39 AM
Comments: Sampler: Justin Blake
Sample Matrix: Drinking Water Project:
PO Number: System No.:
Source Code: Sample Point: Report to State: N
\ J/

EPA Max Minimum

Sample Contaminant Reporting Analytical Preparation Analysis
Parameter Result  Level MCL) Limit Units Method Date/Time Date/Time Flag

Alkalinity - Bicarbonate (as CaCO3) 114 1.0 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Carbonate (as CaCO3) ND 10 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Hydroxide (as CaCO3) ND 1.0 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Total (as CaCO3) 114 10 mg/L SM2320B 10/22/2019 10/22/2019
Hexavalent Chromium ND 0.01 mg/L SM 3500 Cr-B 10/22/2019 10/22/2019
Nitrate as N 02 10 0.1 mg/L EPA 300.0 10/22/2019 16:04  10/22/2019 16:04
Nitrite as N ND 1 0.1 mg/L EPA 300.0 10/22/2019 16:04  10/22/2019 16:04
Antimony, Total ND 0.006 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Arsenic, Total 0.0013 0.01 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Barium, Total 0.054 2 0.005 mg/L EPA 200.7 10/23/2019 10/23/2019
Beryllium, Total ND 0.004 0.001 mg/L EPA 200.7 10/23/2019 10/23/2019
Cadmium Total ND 0.005 0.0002 mg/L EPA 2008 10/23/2019 10/23/2019
Calcium, Total 424 02 mg/L EPA 200.7 10/23/2019 10/23/2019
Chromium, Total 0.0007 0.1 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Copper. Total 0.0625 13 0.0010 mg/L EPA 2008 10/23/2019 10/23/2019
Iron, Total ND 03 0.02 mg/L EPA 200.7 10/23/2019 10/23/2019
Lead. Total 0.0013 0.015 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Magnesium, Total 12.0 02 mg/L EPA 200.7 10/23/2019 10/23/2019
Manganese, Total ND 0.05 0.005 mg/L EPA 200.7 10/23/2019 10/23/2019
Mercury, Total ND 0.002 0.00020 mg/L EPA 2008 10/23/2019 10/23/2019
Molybdenum_ Total 0.0006 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Nickel, Total 0.0009 0.1 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Potassium, Total 1y 05 mg/L EPA 200.7 10/23/2019 10/23/2019
Selenium, Total 0.0006 0.05 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Silver, Total ND 0.1 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Sodium, Total 10.6 05 mg/L EPA 200.7 10/23/2019 10/23/2019
Thallium, Total ND 0.002 0.0002 mg/L EPA 2008 10/23/2019 10/23/2019
Zinc, Total ND 5 0.01 mg/L EPA 200.7 10/23/2019 10/23/2019
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Certificate of Analysis

CHEMTECH-FORD

LABORATORIES

Lab Sample No.: 19J1240-13

[ Name: South Jordan City Sample Date: 10/22/2019 10:45 AM k
Sample Site: # 12 -Kiwano Wy / Durian Ln Receipt Date: 10/22/2019 11:39 AM
Comments: Sampler: Justin Blake
Sample Matrix: Drinking Water Project:
PO Number: System No.:
Source Code: Sample Point: Report to State: N
\ J/

EPA Max Minimum

Sample Contaminant Reporting Analytical Preparation Analysis
Parameter Result  Level MCL) Limit Units Method Date/Time Date/Time Flag

Alkalinity - Bicarbonate (as CaCO3) 112 1.0 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Carbonate (as CaCO3) ND 10 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Hydroxide (as CaCO3) ND 1.0 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Total (as CaCO3) 112 10 mg/L SM2320B 10/22/2019 10/22/2019
Hexavalent Chromium ND 0.01 mg/L SM 3500 Cr-B 10/22/2019 10/22/2019
Nitrate as N 02 10 0.1 mg/L EPA 300.0 10/22/2019 16:17  10/22/2019 16:17
Nitrite as N ND 1 0.1 mg/L EPA 300.0 10/22/2019 16:17  10/22/2019 16:17
Antimony, Total ND 0.006 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Arsenic, Total 0.0013 0.01 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Barium, Total 0.054 2 0.005 mg/L EPA 200.7 10/23/2019 10/23/2019
Beryllium, Total ND 0.004 0.001 mg/L EPA 200.7 10/23/2019 10/23/2019
Cadmium Total ND 0.005 0.0002 mg/L EPA 2008 10/23/2019 10/23/2019
Calcium, Total 422 02 mg/L EPA 200.7 10/23/2019 10/23/2019
Chromium, Total 0.0007 0.1 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Copper. Total 0.0050 13 0.0010 mg/L EPA 2008 10/23/2019 10/23/2019
Iron, Total ND 03 0.02 mg/L EPA 200.7 10/23/2019 10/23/2019
Lead. Total ND 0.015 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Magnesium, Total 12.0 02 mg/L EPA 200.7 10/23/2019 10/23/2019
Manganese, Total ND 0.05 0.005 mg/L EPA 200.7 10/23/2019 10/23/2019
Mercury, Total ND 0.002 0.00020 mg/L EPA 2008 10/23/2019 10/23/2019
Molybdenum_ Total 0.0005 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Nickel, Total 0.0006 0.1 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Potassium, Total 1y 05 mg/L EPA 200.7 10/23/2019 10/23/2019
Selenium, Total 0.0006 0.05 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Silver, Total ND 0.1 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Sodium, Total 10.6 05 mg/L EPA 200.7 10/23/2019 10/23/2019
Thallium, Total ND 0.002 0.0002 mg/L EPA 2008 10/23/2019 10/23/2019
Zinc, Total ND 5 0.01 mg/L EPA 200.7 10/23/2019 10/23/2019
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Certificate of Analysis

CHEMTECH-FORD

LABORATORIES

Lab Sample No.: 19J1240-14

i Name: South Jordan City Sample Date: 10/22/2019 10:50 AM k
Sample Site: #11 Receipt Date: 10/22/2019 11:39 AM
Comments: Sampler: Justin Blake
Sample Matrix: Drinking Water Project:
PO Number: System No.:
Source Code: Sample Point: Report to State: N
\ J/

EPA Max Minimum

Sample Contaminant Reporting Analytical Preparation Analysis
Parameter Result  Level MCL) Limit Units Method Date/Time Date/Time Flag

Alkalinity - Bicarbonate (as CaCO3) 115 1.0 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Carbonate (as CaCO3) ND 10 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Hydroxide (as CaCO3) ND 1.0 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Total (as CaCO3) 115 10 mg/L SM2320B 10/22/2019 10/22/2019
Hexavalent Chromium ND 0.01 mg/L SM 3500 Cr-B 10/22/2019 10/22/2019
Nitrate as N 02 10 0.1 mg/L EPA 300.0 10/22/2019 16:31  10/22/2019 16:31
Nitrite as N ND 1 0.1 mg/L EPA 300.0 10/22/2019 16:31  10/22/2019 16:31
Antimony, Total ND 0.006 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Arsenic, Total 0.0014 0.01 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Barium, Total 0.055 2 0.005 mg/L EPA 200.7 10/23/2019 10/23/2019
Beryllium, Total ND 0.004 0.001 mg/L EPA 200.7 10/23/2019 10/23/2019
Cadmium Total ND 0.005 0.0002 mg/L EPA 2008 10/23/2019 10/23/2019
Calcium, Total 424 02 mg/L EPA 200.7 10/23/2019 10/23/2019
Chromium, Total 0.0008 0.1 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Copper, Total 0.0019 13 0.0010 mg/L EPA 2008 10/23/2019 10/23/2019
Iron, Total ND 03 0.02 mg/L EPA 200.7 10/23/2019 10/23/2019
Lead. Total ND 0.015 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Magnesium, Total 119 02 mg/L EPA 200.7 10/23/2019 10/23/2019
Manganese, Total ND 0.05 0.005 mg/L EPA 200.7 10/23/2019 10/23/2019
Mercury, Total ND 0.002 0.00020 mg/L EPA 2008 10/23/2019 10/23/2019
Molybdenum_ Total 0.0005 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Nickel, Total 0.0006 0.1 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Potassium, Total 16 05 mg/L EPA 200.7 10/23/2019 10/23/2019
Selenium, Total 0.0009 0.05 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Silver, Total ND 0.1 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Sodium, Total 10.6 05 mg/L EPA 200.7 10/23/2019 10/23/2019
Thallium, Total ND 0.002 0.0002 mg/L EPA 2008 10/23/2019 10/23/2019
Zinc, Total ND 5 0.01 mg/L EPA 200.7 10/23/2019 10/23/2019
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Certificate of Analysis

CHEMTECH-FORD

LABORATORIES

Lab Sample No.: 19J1240-15

[ Name: South Jordan City Sample Date: 10/22/2019 11:15 AM k
Sample Site: #5-Manita Wy / Beauclair Receipt Date: 10/22/2019 11:39 AM
Comments: Sampler: Justin Blake
Sample Matrix: Drinking Water Project:
PO Number: System No.:
Source Code: Sample Point: Report to State: N
\ J/

EPA Max Minimum

Sample Contaminant Reporting Analytical Preparation Analysis
Parameter Result  Level MCL) Limit Units Method Date/Time Date/Time Flag

Alkalinity - Bicarbonate (as CaCO3) 111 1.0 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Carbonate (as CaCO3) ND 10 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Hydroxide (as CaCO3) ND 1.0 mg/L SM2320B 10/22/2019 10/22/2019
Alkalinity - Total (as CaCO3) 111 10 mg/L SM2320B 10/22/2019 10/22/2019
Hexavalent Chromium ND 0.01 mg/L SM 3500 Cr-B 10/22/2019 10/22/2019
Nitrate as N 02 10 0.1 mg/L EPA 300.0 10/22/2019 16:44  10/22/2019 16:44
Nitrite as N ND 1 0.1 mg/L EPA 300.0 10/22/2019 16:44  10/22/2019 16:44
Antimony, Total ND 0.006 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Arsenic, Total 0.0014 0.01 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Barium, Total 0.053 2 0.005 mg/L EPA 200.7 10/23/2019 10/23/2019
Beryllium, Total ND 0.004 0.001 mg/L EPA 200.7 10/23/2019 10/23/2019
Cadmium Total ND 0.005 0.0002 mg/L EPA 2008 10/23/2019 10/23/2019
Calcium, Total 420 02 mg/L EPA 200.7 10/23/2019 10/23/2019
Chromium, Total 0.0008 0.1 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Copper. Total 0.0051 13 0.0010 mg/L EPA 2008 10/23/2019 10/23/2019
Iron, Total 0.06 03 0.02 mg/L EPA 200.7 10/23/2019 10/23/2019
Lead. Total 0.0007 0.015 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Magnesium, Total 12.1 02 mg/L EPA 200.7 10/23/2019 10/23/2019
Manganese, Total 0.016 0.05 0.005 mg/L EPA 200.7 10/23/2019 10/23/2019
Mercury, Total ND 0.002 0.00020 mg/L EPA 2008 10/23/2019 10/23/2019
Molybdenum_ Total 0.0005 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Nickel, Total 0.0009 0.1 0.0005 mg/L EPA 2008 10/23/2019 10/23/2019
Potassium, Total 16 05 mg/L EPA 200.7 10/23/2019 10/23/2019
Selenium, Total 0.0005 0.05 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Silver, Total ND 0.1 0.0005 mg/L EPA 200.8 10/23/2019 10/23/2019
Sodium, Total 10.6 05 mg/L EPA 200.7 10/23/2019 10/23/2019
Thallium, Total ND 0.002 0.0002 mg/L EPA 2008 10/23/2019 10/23/2019
Zinc, Total ND 5 0.01 mg/L EPA 200.7 10/23/2019 10/23/2019
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Certificate of Analysis

CHEMTECH-FORD

LABORATORIES

Report Footnotes
Data Comparisons

Abbreviations

Values reported in RED exceed Primary Drinking Water standards
Values reported in BLUE exceed Secondary Drinking Water standards
BLANK values in the MCL column indicate no standard

ND = Not detected at the corresponding Minimum Reporting Limit

1 mg/L = one milligram per liter or 1 mg/Kg = one milligram per kilogram = 1 part per million
1 ug/L = one microgram per liter or 1 ug/Kg = one microgram per kilogram = 1 part per billion
1 ng/L = one nanogram per liter or 1 ng/Kg = one nanogram per kilogram = 1 part per trillion
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